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EARTH GROUND                      
SHIELD inside                          
FCS enclosure) 

DAISY-CHAIN  WIRES RUNNING                
TO ADDITONAL LNK-AO                      
PERIPHERAL DEVICES OR CETCI 
DIGITAL TRANSMITTERS. 

FIRST AND LAST DEVICE IN BUS                           
REQUIRE A TERMINATION                
RESISTOR. 

LNK‐AO 

RECOMMENDED: 4-CONDUCTOR,                                                                                   
16 AWG STRANDED, SHIELDED WIRE 

TERMINATION JUMPER 
IN EN POSITION IF 
FIRST DEVICE IN               
NETWORK CHAIN 

FCS‐M 

LNK‐AO 


