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Strobe & Horn operate together
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FOUR RELAY CONTROL
WIRING TERMINALS.

INSTALLER SUPPLIED
LINE VOLTAGE

(90-240 VAC, 50-60 HZ)

CONNECT TO COM & NC.
DO NOT USE SOLID CORE
WIRE.

RELAYS OPERATE IN “FAIL
SAFE” CONFIGURATON.
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